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_ | - GENERAL NOTES  (APPLICABLE TO ALL SCHOOLS)

_HL AUDIO / VISUAL DEVICE | ,; 4 ALL END OF LINE RESISTORS TO BE LOCATED IN THE FIRE ALARM

| | _ CONTROL PANEL LOCATED ON THE FIRST FLOOR LEVELS.

»  INTERCONNECTING CABLE BETWEEN FACP AND REMOTE ANNUNCIATOR
FURNISHED AND INSTALLED BY CONTRACTOR.
. _ 3 CONTRACTOR SHALL FURNISH AND INSTALL NEW FIRE ALARM
FiRE ALARM CONTROL PANEL DISCONNECT SWITCH PAINTED RED WITH WARNING LABEL " FIRE ALARM
| _ | . _ CONTROL PANEL". POWER HEAD OF FIRE ALARM DISCONNECT SHALL BE
_ CAPABLE OF BEING LOCKED IN THE "ON" POSITION.
FIRE ALARM PULL EOX | | 4 UNLESS OTHERWISE NOTED, ALL DETECTORS SHALL BE MOUNTED ON

CEILINGS. -

CONDUIT SIZES O>_.hm_u OUT ON FLOOR PLANS & RISERDIAGRAMS.
RACEWAY TO BE CONCEALED ABOVE CEILING WHERE POSSIBLE -

. CONDUIT SHALL BE EMT.
§>mammm0xﬁmx_mj29 . 7 CONTRACTOR TO VERIFY IN FIELD DIMENSIONS OF RECENTLY .
PARTITIONED AREAS AS NOTED ON DWG. INSTALLATION OF THE NEW

FIRE PROTECTION AND SECURITY ALARM SHALL BE ADJUSTED
ACCORDINGLY IN THE FIELD BY THE CONTRACTOR.
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