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TYPICAL NOTES

(APPLICABLE TO ALL DRAWINGS)

ALL SPRINKLER HEADS IN 2'x4' CEILING TILES TO BE ON
CENTERLINE OF 2'-0" DIMENSION AND TO BE AT |'-O"
OFF EITHER END OR IN THE EXACT CENTER OF THE 4'-0O"
DIMENSION.

ALL SPRINKLER HEADS IN 2'x2" CEILING TILES TO BE
CENTERED IN THE EXACT CENTER OF THE TILE.

ALL PIPING SHALL RUN HIGH THRU THE STRUCTURE WITH
OFFSETS UP OR DOWN, AS REQUIRED

ALL PIPING RUN UNDER SLAB TO BE HUNG FROM
BUILDING STRUCTURE REFER TO UNDERSLAB FPIPING
HANGER DETAIL.

MINIMUM DESIGN CRITERIA

ALL CLASSROOMS, HALLWAYS, OFFICES, ETC. SHALL BE
PROTECTED WITH A LIGHT HAZARD, WET SYSTEM
EMPLOYING PENDANT HEADS DESIGNED TO DELIVER A
MINIMUM DENSITY OF O. 10 GPM/SF. OVER THE MOST
HYDRAULICALLY REMOTE 1,500 SQ. FT.

THE KITCHEN, GYMNASIUM, SERVICE AREAS,
MECHANICAL ROOMS, ETC. SHALL BE PROTECTED WITH
AN ORDINARY HAZARD, WET SYSTEM DESIGNED TO
DELIVER A MINIMUM DENSITY OF O. 15 GPM/SF. OVER
THE MOST HYDRAULICALLY REMOTE 1,500 SQ. FT,
THE STAGE AREA SHALL BE PROTECTED WITH AN
ORDINARY HAZARD 2, WET SYSTEM DESIGNED TO
DELIVER A MINIMUM DENSITY OF 0.20 GPM/SF. OVER
THE MOST HYDRAULICALLY REMOTE 1,500 SQ. FT.
THE STANDPIPE SYSTEM SHALL BE DESIGNED IN
ACCORDANCE WITH NFPA MANUAL WET STANDPIPE
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KEY NOTES
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WITH UPRIGHT SPRINKLER W
DIRECTLY ABOVE CONCEALED

SPRINKLER SEE DETAIL
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TYPICAL UNDERSLAB PIPING HANGER DETAIL
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